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A B S T R A C T
The application of phase-change materials (PCMs) has received significant interest for use in thermal energy stor-
age (TES) systems that can adjust the mismatch between the energy availability and demand. In the building
sector, for example, PCMs can be used to reduce air-conditioning energy consumption by increasing the thermal
capacity of the walls. However, as promising this technology may be, the poor thermal conductivity of PCMs has
acted as a barrier to its commercialization, with many heat-transfer enhancement solutions proposed in the litera-
ture, such as microencapsulation or metal foam inserts, being either too costly and/or complex. The present study
focuses on a low-cost and highly practical solution, in which natural-convective heat transfer is enhanced by plac-
ing the PCM in an eccentric annulus within a horizontal double-pipe TES heat exchanger. This paper presents an
annulus-eccentricity optimisation study, whereby the optimal radial and tangential eccentricities are determined
to minimize the charging time of a PCM thermal energy store. The storage performance of several geometrical
configurations is predicted using a computational fluid dynamics (CFD) model based on the enthalpy-porosity
formulation. The optimal geometrical configuration is then determined with response surface methods. The hor-
izontal double-pipe heat exchanger studied considered here is an annulus filled with N-eicosane as the PCM for
initial studies. In presence of N-eicosane, for the concentric configuration (which is the baseline case), the charg-
ing is completed at Fo=0.64, while the charging of optimum eccentric geometries with the quickest and slowest
charging is completed at Fo=0.09 and Fo=2.31, respectively. In addition, an investigation on the discharging
performance of the studied configurations with N-eicosane shows the quickest discharge occurs with the concen-
tric annulus case at Fo=0.99, while the discharge time of the proposed optimum annuli is about three times this
value. In other words, the proposed optimum geometry with the quickest charging time charges ~7.1 times faster
but also discharges ~3 times slower, which is ideal for a TES, especially when used as passive thermal storage
systems in nearly zero-emission buildings. Complementary studies demonstrate that the proposed optimum con-
figuration improves the TES performance also when employing other PCM types as well as various shell-to-tube
diameter ratios.
Nomenclature
A Mushy zone constant (kg/m3 s)
C* Dimensionless Darcy coefficient,
cp Specific heat (J/kg K)
D Hydraulic diameter (m)
f Liquid fraction
Fo Fourier number,
g Gravitational acceleration constant (m/s2)
h Sensible enthalpy (J/kg)
H Total enthalpy (J/kg)
H* Non-dimensional enthalpy,
k Thermal conductivity (W/m K)





Q Heat, thermal energy (J)
R Radius (m)
Ra Rayleigh number,
r Radial eccentricity (m)
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r* Non-dimensional radial eccentricity,









α Thermal diffusivity (m2/s)
μ Dynamic viscosity (Pa s)
ɛ Small number
θ Tangential eccentricity (rad)
η Storage rate











CFD Computational fluid dynamics
DOE Design of experiments
DPHX Double-pipe heat exchanger
HTF Heat-transfer fluid
NLPQL Non-linear programming by quadratic Lagrangian
PCM Phase change material
SDHW Solar domestic hot water
TES Thermal energy storage
1. Introduction
Thermal energy storage (TES) applies for accommodating the needs
in thermal energy when the supply and demand are inequitable [1–3].
Application of phase-change materials (PCMs) in TES systems has gained
significant attention since they have minimal energy loss and high stor-
age density [3–5] (PCM storage density is 5 to 10 times higher than
that of sensible heat storage materials such as water [6,7]). PCMs can
be classified into three categories, depending on the experienced phase
change, namely: solid-solid, liquid-gas, and solid-liquid. Relatively few
solid-solid PCMs have been recognized for thermal storage applications.
Although liquid-gas PCMs usually exhibit high heats of transformation,
the large density ratio between the two phases makes them rather im-
practical for thermal storage [6,8]. Solid-liquid PCMs take advantage of
considerable high storage density with a marginal change in tempera-
ture and volume [6,8]. The energy stored as latent heat of fusion during
the melting of the PCM (referred to as the charging process) is later re-
covered during the solidification process (referred to as the discharging
process). However, the poor thermal conductivity of solid-liquid PCMs,
which limits the heat flow rate, has hindered their widespread applica-
tion [9,10].
Passive and active heat transfer enhancement approaches can com-
pensate for poor thermophysical properties of materials used in heat ex-
changers [11–14]. Several heat-transfer enhancement techniques pro-
posed over the past three decades to overcome this deficiency in TES
have been reviewed by Jegadheeswaran and Pohekar [5]. Most of the
suggested improvements, which include extended surfaces [15,16
], PCM micro-encapsulation [17,18], impregnation of porous mater-
ial with PCM [19,20], dispersion of high conductivity particles in the
PCM [21–24], metal foam inserts [25,26], and high-conductivity and
low-density materials [15,27] - are costly and sometimes impractical
in large-scale TESs. Panchabikesan et al. [28] investigated the effect of
PCM thermal conductivities on the performance of a TES unit. They re-
ported that increasing PCM thermal conductivity from 0.2 to 0.6W/m.K
significantly reduces the charging time. However, the effect of PCM ther-
mal conductivity beyond 0.8W/m.K is negligible. Kalapala and Deva-
nuri [29] reviewed the influence of different design parameters on the
performance of TES systems. They reported that apart from PCM ther-
mophysical properties, operating and geometric parameters have a sig-
nificant impact on the charging and discharging time of TES units. How-
ever, a number of studies consider simple, economic and practical ap-
proaches for enhancing heat transfer in PCMs, by focusing on the influ-
ence of the geometry, inclination, and shape of the heat exchanger. In
the following, these simple solutions are reviewed and discussed.
Khillarkar et al. [30] performed a finite-element numerical study of
PCM melting in concentric horizontal annuli with two different con-
figurations: a circular tube inside a square (Type A) and a square in-
side a circular tube (Type B). A numerical study was carried out for
each of the arrangements with heating at the inside, outside or both
walls. The faster rate of melting is observed as a result of better mix-
ing between the melting zones formed by heating both the inner and
outer walls. Zivkovic and Fuji [31] and later Vyshak and Jilani [32]
employed enthalpy methods in order to study the melting process of
calcium chloride hexahydrate packed in three containers with different
configurations: rectangular, cylindrical and double-pipe heat exchang-
ers. The results indicate that: (i) the charging time in the cylindrical con-
tainer is twice longer than that in the rectangular container, and (ii) the
cylindrical double-pipe exchangers favourably decrease the melting time
compared to former configurations for similar volume and heat-transfer
area. These studies proved the cylindrical double-pipe heat exchanger
(DPHX) to be one of the most efficient geometries for TES applications.
The influence of the inclination on the performance of TES systems
using DPHXs has been further investigated both numerically and ex-
perimentally [33–38]. Murray et al. [33] experimentally compared the
consecutive charging and discharging performance of a vertical TES
unit. It was found that, despite the presence of a large amount of the
molten PCM at the top of the container, negligible effect on the solid-
ification process was observed. Seddegh et al. [34] numerically inves-
tigated the thermal behaviour of a vertical cylindrical DPHX by com-
paring pure thermal conduction and combined conduction-convection
heat-transfer models. It was found that the combined model offers bet-
ter predictions of the heat transfer in the PCM than the pure conduction
model. The analyses demonstrated that natural convection plays a sig-
nificant role during the charging process, while it has negligible influ-
ence in the discharging process.
Seddegh et al. [35] experimentally recorded the effect of different
inner-tube radii on the thermal behaviour of a vertical cylindrical dou-
ble-pipe TES system. They observed that the complete charge and dis-
charge depend on the shell-to-tube (i.e., outer-to-inner) radius ratio.
The same authors [36] further investigated the characteristics of the
natural convective heat transfer in the same storage system. They ob-
served that a narrowed vertical liquid PCM layer was initially formed
around the heat-transfer fluid (HTF) pipe during melting. Buoyancy
force drives natural convection in the radial direction, which further
enhances the heat transfer in the upper part of the storage unit. Ob-
servations also showed that the solidification progressed in both radial
and axial direction, simultaneously. Kousha et al. [37] evaluated ex-
perimentally the influence of the inclination angle on the performance
of a double-pipe heat-storage system. It was found that the variation
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solidification, while the heat flow rates achieved during melting were
higher in horizontal than in vertical storage systems. These findings
were also confirmed by an independent study conducted by Seddegh
et al. [38], where the thermal characteristics of horizontal and vertical
double-pipe TES units were compared.
According to the above findings, horizontal double-pipe heat ex-
changers exhibit a better performance in TES systems, which is the rea-
son why more interest has been shown for this configuration [39–42].
Hosseini et al. [39] performed experimental and computational inves-
tigations of the heat transfer in horizontal double-pipe systems using
paraffin (RT50) as the PCM. They demonstrated that, although the heat
transfer in PCMs is a convection-diffusion problem, the overall heat
transfer is governed by the buoyancy-driven recirculations. Rӧsler and
Brüggemann [40] conducted numerical and experimental studies of
convection dominated melting processes inside a horizontal double-pipe
TES unit. They implemented the enthalpy-porosity method by a continu-
ous liquid fraction function into the open-source CFD framework Open-
FOAM. The results showed that, while the natural convection influences
the whole upper part of the TES, the lower part of the storage unit is
dominated by conductive heat transfer. Avic and Yazici [41] recorded
experimental results regarding the melting and solidification character-
istics of paraffin (P56-58). It was found that the molten PCM ascends
radially upwards to the upper part of the storage unit due to natural con-
vection, resulting in radially asymmetric temperature fields. Unlike the
charging process, the solidification was found to be initially dominated
by natural convection and then by heat diffusion. Wang et al. [42] de-
veloped a numerical model to predict the transient behaviour of a hori-
zontal double-pipe storage unit. The results demonstrate that the charg-
ing and discharging processes both occur in three distinctive phases,
which are: (i) a buoyancy-driven highly dynamic, fast phase-change rate
period, (ii) a slow transient period governed both by heat diffusion and
convection, and (iii) a period dominated by heat conduction. It was
also observed that in similar conditions, the discharging process reaches
steady-state conditions more rapidly than the charging process.
As discussed above, the horizontal DPHX is considered by many as
the simplest and most practical designs for PCM-based thermal stores.
However, it is also acknowledged that the storage performance of these
units can be further improved with slight modifications in the design.
Several studies are notably dedicated to the influence of the inner-pipe
eccentricity on the charging/discharging times [43–49], that are dis-
cussed below.
Zhang and Faghri [43] numerically and analytically investigated the
sonification process in an eccentric horizontal annulus. They proved
that the radial eccentricity declines the solidification rate. Dutta et al.
[44] and Dhaidan et al. [45] experimentally and numerically studied
the melting process in an eccentric horizontal double-pipe TES. They
found that both radial and tangential eccentricity plays an important
role in the net circulation of the molten PCM. Darzi et al. [46] stud-
ied numerically the melting of N-eicosane as PCM in horizontal con-
centric and eccentric annuli. They indicated that a faster melting oc-
curred in the upper part of the inner cylinder. Moreover, when the in-
ner cylinder is shifted to the lowermost part of the outer cylinder, the
melting rate soars due to an extended region influenced by natural con-
vection. Yazici et al. [47,48] experimentally investigated the effect of
radial eccentricity on the solidification and melting of paraffin in a hor-
izontal double-pipe storage system. They demonstrated that regardless
of the specific position of inner tube related to the centre (moving the
inner tube along the y-axis in the positive and negative direction), ec-
centricity would generally increase the time needed for complete solid-
ification. Nonetheless, increasing radial eccentricity toward the lower-
most part of the sell drastically decreases melting time. Pahamli et al.
[49] applied a computational model to study the eccentricity and op-
erational parameters in a horizontal double-pipe TES unit. It was
found that by moving the inner cylinder down from its centre (radial ec-
centricity along the negative y-axis), the natural convection covers more
area of PCM which drastically reduces the melting time.
More recently, in a closely related study of particular interest, Zheng
et al. [50] investigated the performance of a double-pipe TES filled
with n-octadecane by examining the role of the radial eccentricity of
the proposed geometry. This work considered various geometric config-
urations with different radial eccentricities through a series of simula-
tions (as case studies), which have provided us with valuable insight on
the performance of these TES geometries. Based on their findings from
the case studies, the authors discussed the optimum eccentricity and re-
ported that, although an increase in the radial eccentricity from the cen-
tre of the shell downwards reduces the total melting time, this higher
eccentricity does not always guarantee a better melting performance. Al-
though an optimum eccentricity is proposed by Zheng et al. [50], they
acknowledge in the conclusions that this may not be globally optimal
due to the melting performance of the TES. This conclusion concern-
ing the proposed result not being a formal optimum solution is expected
due the selected methodology in that work, which does not focus on
implementing formal optimization techniques in predicting an optimal
geometry. However, Zheng et al. [50] work is based on the compari-
son of a series of carefully-performed CFD simulations of a number of
discrete cases with different radial eccentricities to choose a best geo-
metrical solution (eccentricity). In that work the researchers only con-
sidered one PCM type and a single shell-to-tube diameter throughout
their study. Motivated by this earlier work, the present study extends
the research focus by employing a formal, response-surface-based opti-
mization method to simultaneously optimize the radial and tangential
eccentricities of the proposed geometry, while also attempting to gener-
alize the results of the optimization study by considering the influence
of various PCMs and shell-to-tube diameter ratios.
According to the aforementioned discussion (as summarised in
Table 1), it is concluded that the eccentric horizontal double-pipe heat
exchanger is the simplest, most economic and practical approach to en-
hance the performance of such TES units. Hence, this study focuses on
the optimisation of the eccentricity of a double-pipe TES system, to of-
fer the best configuration for TES units, to which no attention has been
paid so far, to the best of authors’ knowledge. To perform this optimi-
sation, the present study uses response-surface optimisation methods to-
gether with CFD simulations to determine the utopian geometries that
lead to the quickest and slowest charging times. Later, this study inves-
tigates the discharging behaviour of the proposed geometries. The de-
tailed explanations of the model, methods, and results are presented and
discussed in the following sections.
2. Computational methods
2.1. TES design
The charging and discharging of a PCM placed within a horizontal
double-pipe heat exchanger acting as a TES device involves complex
thermofluid processes that are solved in the present study using com-
putational fluid dynamics (CFD) tools. The configuration investigated
herein (see Fig. 1) is a horizontally-oriented eccentric annulus placed
within an outer cylinder filled with a phase-change material. The objec-
tive is to find utopian combinations of both the radial (r) and tangential
(θ) eccentricities to induce the quickest and slowest charging processes
(melting of the PCM). The independent variables r and θ were defined as
the radial distance of the centre of the inner cylinder (ci) from the centre
of the outer cylinder (c0) and the angle between the negative y-axis and
the co-ci axis, as shown in Fig. 1. The outer tube was assumed adiabatic
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Table 1
Overview of literature relating to PCMs for TES applications.
Ref. Study type Process PCM Orientation
Approach for
charging
improvement Findings and conclusions
Numerical Experimental Charging Discharging





The faster rate of melting due to better mixing.
Require more flow rate which also increases flow
losses in both PCM and HTF.








Rectangular container increases flow losses.
[32] ✓ ✓ Calcium
Chloride
Hexahydrate
Horizontal Using a double
pipe as PCM
container
The double-pipe heat exchanger is one of the most
favourable configurations in TES applications





Modification of geometrical design parameters can
maximize the rate of energy storage by augmentation
of natural convection heat transfer.
[34] ✓ ✓ ✓ Paraffin
Wax
Vertical Natural convection plays a significant role during the
charging process, while it has negligible influence in
the discharging process.





Increasing the shell-to-tube ratio restricted to a specific
ratio
[36] ✓ ✓ ✓ ✓ Paraffin
RT60
Vertical Melting growth mostly at the upper part in the radial
direction while solidification progressed in both radial
and axial direction, simultaneously.









Horizontal double pipe heat exchanger outperforms
that of vertical one during the charging process.
Inclination does not effect on discharging process.








Horizontal shell-and-tube offers better heat transfer
performance during the charging process
[39] ✓ ✓ ✓ ✓ Paraffin
RT50
Horizontal Recirculation driven by convection governs the overall
heat transfer in the melting process.
[40] ✓ ✓ ✓ Gallium Horizontal The whole upper part of the TES influenced by the
natural convection, while lower part dominated by
conduction heat transfer.
[41] ✓ ✓ ✓ Paraffin
P56-58
Horizontal Natural convection results in radially asymmetric
temperature field at the upper part of the storage unit.
[42] ✓ ✓ ✓ N-
Octadecane
Horizontal The charging and discharging processes have three
distinctive phases: rapidly changing period, transient
slowly changing period and more slowly changing
period.
[43] ✓ ✓ Horizontal Using eccentric
double pipe heat
exchanger.
Increasing the radial eccentricity reduces the
solidification rate.





Radial and tangential eccentricities influence the net
circulation of the molten PCM.
[45] ✓ ✓ ✓ N-eicosane Horizontal Using eccentric
double pipe heat
exchanger.
Radial eccentricity not only significantly enhances the
thermal performance of TES systems but also its
application is technically simple, economical and
practical.
[46] ✓ N-eicosane Horizontal Using eccentric
double pipe heat
exchanger.
Faster melting occurred in the upper part of the inner
cylinder.





Rising radial eccentricity (either upward or
downward) increases discharging time.





Moving the inner tube toward the lowermost part of
the shell drastically reduces charging time.
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Table 1 (Continued)
Ref. Study type Process PCM Orientation
Approach for
charging
improvement Findings and conclusions
Numerical Experimental Charging Discharging





There is an optimum radial eccentricity in a double
pipe TES.
Fig. 1. Configuration of the horizontal eccentric-annulus.
2.2. Optimisation problem
As noted before, the geometrical parameters (radial and tangential
eccentricities) and the associated geometric constraints (the inner diam-
eter of outer cylinder and the outer diameter of inner cylinder) are de-
fined in Fig. 1. The geometrical parameters and the associated bounds
on parameters which form the design variable set for the optimisation
problem are reported in Table 2. These bounds were defined based on
the practical concerns and geometrical constraints in the design and con-
struction of eccentric annuli.
The optimisation problem is formulated as follows:
with subject to the bounds on the design-variable set listed
in Table 2. In essence, this optimisation formulation finds the best con-
figuration of the annulus to either have the quickest (maximum liquid
fraction in a definite time) or slowest (minimum liquid fraction in a def-
inite time) charging time.
Table 2
Definition of objective and parameter ranges.
Independent parameter Lower bound Upper bound
Radial eccentricity (r) [mm] 0.001 0.999
Tangential eccentricity (θ) [rad] 0 π
2.3. Computational fluid dynamics (CFD) modelling
The CFD model was developed based on the thermofluid dynamics of
energy storage systems which includes natural convection, conduction
heat transfer and phase change during the charging process in the an-
nulus. In the present study, the enthalpy-porosity formulation [51–53]
was employed due to the benefits listed below.
• The solved governing equations for two phases are similar to sin-
gle-phase flows.
• Instead of explicit tracking of the liquid-solid interface, an en-
thalpy-porosity formulation is solved.
• The enthalpy formulation includes the solution of both solid and liq-
uid materials within a mushy zone between the two separate phases.
• This approach provides an easy implementation of phase-change
problems.
In the enthalpy-porosity method, the liquid-solid mushy zone is
treated as a porous zone where the porosity equals the liquid fraction.
To take into account the pressure drop induced by the solid interface,
appropriate momentum sink terms are added to the momentum equa-
tions. In the computation domain, each cell is associated with a quantity
called “liquid fraction” calculated based on an enthalpy balance. In the
mushy zone, modelled as a “pseudo” porous medium, the liquid fraction
lies between 0 and 1 and the porosity decreases from 1 to 0 as the mate-
rial solidifies. When the material is fully solidified in a cell, the porosity
and hence the velocity drop to zero.
2.3.1. Assumptions
The thermofluid problem is simplified using the assumptions listed
hereafter.
• The flow is 2-D, laminar, incompressible, transient and Newtonian.
• Due to the small variation of density, Boussinesq approximation is
used for buoyant force calculations [34,36–38].
• The gravity direction is considered along the negative y-axis with a
magnitude of 9.81m/s2 (see Fig. 1).
• Since large velocity gradients are not present in this study, viscous dis-
sipation is neglected.
• Linear variation of the liquid fraction with temperature is assumed
[34,36–38].
• Constant thermophysical properties for each phase are assumed ex-
cept for the density, which is estimated based on the Boussinesq ap-
proximation.
• The outer surface of the outer cylinder is considered to be well insu-
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2.3.2. Conservation equations
For solidification and melting, the energy equation is written as fol-
lows:
(1)
where ρ is the PCM density, v the velocity, k the thermal conductiv-
ity, and H the total volumetric enthalpy, that is the sum of sensible en-
thalpy, h, and latent heat, L:
(2)
(3)
where href is the sensible enthalpy at the reference temperature, Tref,
and cp is the specific heat. f refers to the liquid fraction given by
Eq. (4):
(4)
In order to account for the effect of natural convection, the momen-
tum equation is written as,
(5)
where is the velocity field, P the pressure, μ the dynamic viscosity, and
S the momentum sink due to the reduced porosity in the mushy zone,
which takes the following form:
(6)
where the term Amush is a constant reflecting the mushy zone morphol-
ogy that describes how steeply the velocity is reduced when the material
solidifies. The constant ɛ is a small number to prevent division by zero.
The following parameters were used in this simulation [34,36–38]:
, and
The Boussinesq approximation is applied: the density for the body
force term is modelled based on a reference density (ρ0), temperature
(T0), and the volumetric expansion coefficient (β). Then the momentum
equation is written as:
(7)
(8)
The continuity equation is written as:
(9)
The non-dimensional forms of governing equations obtain by consid-
ering the following non-dimensional parameters.
(10)
where is the hydraulic diameter of annulus. Ts is the
surface temperature of the inner cylinder, Ti is the initial temperature of
the PCM, and α is the thermal diffusivity.
Then the non-dimensional form of the energy equation is written as
follows:
(11)
where is the Fourier number.
The non-dimensional form of the momentum equation is written as:
(12)
where is the Rayleigh number and is the Prandtl
number. are the Stefan number and the Dimension-
less Darcy coefficient, respectively.
The non-dimensional form of the continuity equation is written as:
(13)
2.3.3. Mesh generation
The unstructured tetrahedral mesh was generated in ANSYS-Mesh-
ing 19. Different grid sizes were examined to ensure the solution in-
dependency from mesh topology by comparing the temporal variations
in the liquid fraction over selected grid sizes of 1185, 4553, 6615 and
8541 nodes. An arrangement of 6615 nodes was then found sufficient
for the present study. Fig. 2 presents a sample of mesh for the case with
and . This mesh arrangement requires an element
size of 0.3mm, which presents high-quality unstructured mesh resolu-
tions with average orthogonal quality and skewness of 0.987 and 0.085,
respectively. For the symmetric cases, only half of the geometry is simu-
lated.
2.3.4. PCM thermophysical properties and boundary conditions
The thermophysical properties of the PCM used in this work are
listed in Table 3. During the initial studies, n-eicosane is taken as
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Table 3
Thermophysical properties of the PCMs [46-54].
Property RT31 RT35 RT44HC
N-
eicosane
Solidus temperature [ °C] 300.15 302.15 314.15 308.15
Liquidus temperature [ °C] 306.15 309.15 317.15 310.15
Liquid density [kg/m3] 760 770 700 770
Specific heat capacity [J/kg•K] 2000 2000 2000 2460
Latent heat of fusion [kJ/kg] 170 160 250 247.6
Thermal conductivity [W/m•K] 0.2 0.2 0.2 0.1505
Thermal expansion coefficient
[1/K]
0.00076 0.00076 0.00076 0.0009
Dynamic viscosity [kg/m•s] 0.002508 0.0025 0.0033 0.00385
the PCM, while the complementary studies also consider the effects
of using other materials. Variations in thermophysical properties other
than the density have been ignored [34,36–38]. While the inner cylin-
der is kept at a constant temperature, the outer cylinder is considered
adiabatic in all cases. The PCM material is initially sub-cooled for charg-
ing or superheated for discharging by 1K as well. It is assumed that the
surface temperature of the inner cylinder is 20K above the initial tem-
perature of the solid PCM in charging and 20K under the initial temper-
ature of the solid PCM in discharging for all cases.
2.3.5. CFD model settings
ANSYS-Fluent 19 is employed for solving the set of coupled par-
tial differential governing equations. Based on the control volume tech-
nique, the Pressure Implicit with Splitting of Operator (PISO) algorithm
is used for treating the pressure-velocity coupling. The discretization of
momentum and energy equations is performed by the QUICK differenc-
ing scheme, while the PRESTO! (PREssure STaggering Option) scheme is
adopted for the pressure correction. A first-order implicit time advanc-
ing method is used and at each time step with constant size of 0.01 s, a
course of 60 iterations were found satisfactory to fulfil the convergence
criteria of less than 10−6 for all equations.
To achieve a stable solution through iterations, the under-relaxation
factors for the velocity components, pressure correction and liquid frac-
tion were set, respectively, to 0.4, 0.3, and 0.9 while density, body force,
and energy under-relaxation factors are fixed to a value of 1.
2.4. Optimisation methods (algorithm and model settings)
For this optimisation study, ANSYS DX (DesignXplorer) was used.
ANSYS DX is a mathematical optimisation tool based on the response
surface method. To construct the response surfaces, design of experi-
ments (DOE) is performed to generate design points. In this study, 15
auto-defined custom and sampling design points were determined for 2
defined independent parameters. For each of those samples, CFD simu-
lations were run individually and the corresponding information of the
objective (charging time of the TES) was extracted at a definite time
that is the shortest time required to fully charge one of the generated
design points. A non-parametric regression response-surface type was
then constructed for the output parameter and combined. The deter-
mination of the optimum location of these surfaces (candidate points)
was performed by using a screening approach, followed by a non-linear
programming by quadratic Lagrangian (NLPQL) algorithm. The screen-
ing method is a non-iterative direct sampling method based on the
Hammersley algorithm. This method determines the starting values (ini-
tial guesses) for the NLPQL method, which is a mathematical optimi-
sation algorithm and generates a new candidate set based on the pro-
vided initial guesses (candidate points of screening method). Indeed, the
NLPQL algorithm is the complementary of the screening method and
provides a more refined approach than the screening alone.
The settings of the optimisation approach are presented hereafter.
The screening method settings were set to 1000 samples, while the
NLPQL method settings were “Central”, 10−4 and 20 for “Finite Differ-
ence Approximation”, “Allowable Convergence” and “Maximum Num-
ber of Iterations”, respectively. The optimisation process terminates
whenever either the allowable convergence or the maximum number of
iterations is reached.
For more information on the design point generations, optimisation
approaches, meaning of these optimisation settings, and in general opti-
misation process in ANSYS DX, the interested author can refer to ANSYS
DX help [55] and Ref. [56–59].
3. Results and discussion
3.1. Validation
Firstly, in order to evaluate the accuracy of the enthalpy-porosity
method with consideration of natural convection that is employed in
the present work, numerical predictions regarding the melting charac-
teristics and front track of the melted region are compared with exper-
imental results from Dhaidan et al. [45]. In particular, this involved
the simulation of a horizontal concentric double-pipe TES comprising
an aluminium tube with an inner diameter of 16.1mm and a thickness
of 1.5mm within a Plexiglas shell with a diameter of 44.5mm and a
thickness of 3.15mm, filled with pure n-octadecane as the PCM that
is initially subcooled by 5.3K. The thermophysical properties of n-oc-
tadecane and aluminium can be found in Ref. [45], while the ther-
mophysical properties of Plexiglas can be found in Ref. [37]. A heat
flux of 1821.3W/m2 was imposed at the inner surface of the inner
pipe. Fig. 3 shows comparisons between numerical predictions from our
model against experimental and numerical results in the literature, for
the prediction of the melting front of the PCM at selected times during
the melting process. In this figure, numerical results from the present
study are shown on the right-hand side of the images, while the visual-
ized melting front from the experiment along with the numerical predic-
tion of the melting front simulated by Dhaidan et al. [45] (blue dashed
lines), are displayed on the left-hand side. It can be observed that the
model used in this present paper can predict correctly the effect of nat-
ural convection on the melting front in an annular TES.
Moreover, predictions from the present CFD simulations were com-
pared to results reported by Darzi et al. [46], which also relate to a
concentric circular annulus filled with n-eicosane. The thermophysical
properties of n-eicosane can be found in Table 3. For this exercise, the
inner and outer TES cylinder diameters were set to 20 and 40mm, re-
spectively. The PCM was initially subcooled at 1K, while the tempera-
ture of the inner TES cylinder was fixed to 329.15K.
Fig. 4 compares the variation of liquid fraction between the present
results and those of Darzi et al. [46], that are observed to be in good
agreement. It is worth noting that the work of Darzi et al. [46] had also
been later validated against data obtained by Dhaidan et al. [45].
Finally, the accuracy of the enthalpy-porosity method for predict-
ing the solidification characteristics was validated against experimen-
tal data found in Seddegh et al. [60], where a horizontal double-pipe
TES was considered comprising an annulus with inner and outer di-
ameters of 22mm and 85mm, respectively. This TES was filled with
pure paraffin RT55 as the PCM. The thermophysical properties of RT55
can be found in Ref. [60]. The initial temperature of the PCM was
343K, and the HTF temperature was set at 293K. The convective bound-
ary condition was imposed on the inner surface of the annulus (ac-
cording to Ref. [60]), while the outer surface of the annulus consid-
ered to be thermally insulated. In Fig. 5, the PCM temperature and liq-
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Fig. 3. Validation of the enthalpy-porosity model with consideration of natural convection for the melting process. Numerical predictions from the present study are on the right, while
numerically predicted and experimentally visualized melting fronts from Ref. [45] are on the left.
Fig. 4. Validation of melting process simulations against Darzi et al. [46].
numerical model are compared to those associated with the experiments
performed by Seddegh et al. [60]. It can be seen that the temperature
profile estimated by the numerical model of this study is in a close agree-
ment with the experimental data obtained during solidification.
3.2. Optimisation
The response surfaces of the optimisation problem were generated
based on a non-parametric regression, which leads to the best good-
ness of fit for this problem. This goodness of fit of the response sur-
faces predicted by this method versus actual calculated sampling data
(design points) is shown in Fig. 6. The RMS error and the relative
Fig. 5. Validation of solidification process simulations against Seddegh et al. [60].
average maximum absolute error of this surface fit are 0.005 and 3%,
respectively. Therefore, this method generates a response surface with
an acceptable accuracy (Fig. 7) that can be used for the optimisation
process.
The optimisation on the generated response surfaces converged after
1000 iterations for screening approach and 5 iterations for the NLPQL
approach. To show the effect of independent parameters on the ob-
jective of the optimisation problem, a response surface is shown in
Fig. 7. It is noted that the optimisation study is more sensitive to tan-
gential eccentricity; therefore, the response surface variations based on
tangential eccentricity are much sharper than that for radial eccen-
tricity. In addition, higher radial and tangential eccentricities (placing
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Fig. 6. Goodness-of-fit presented by ANSYS DX.
which are the furthest possible radial positions along the positive y-axis)
decrease the charging ability of the TES and consequently decrease gen-
erated liquid faction of the PCM in the domain. This trend can be at-
tributed to the fact that increasing eccentricities (i.e., placing the in-
ner tube right above the centre) creates less room for plum forma-
tions due to natural convection, which in turn decreases the intensity
of the buoyant flow and natural convection. Therefore, one can expect
that the charging time drastically decreases. Furthermore, as illustrated
in Fig. 7, higher radial and lower tangential eccentricities (i.e., plac-
ing the inner tube at the furthest radial position, yet not necessarily
along the negative y-axis) increase the charging speed. This fact can also
be attributed to the augmentation of both plum formations and buoy-
ant force due to the geometrical asymmetry, which will be discussed
in more details. Therefore, according to the constructed response sur-
face, the rate of PCM melting would be favourably improved at such po-
sitions.
Table 4 reports the values of utopian points among all feasible
Pareto optimal cases of quickest and slowest charging time of the pro-
posed TES. The optimal set of parameters (optimum results) obtained in
response surface optimisation approaches, were fed into the CFD model
to compute the actual results of charging time, listed as objectives in
Table 4.
3.3. Melting process (charging TES) with n-eicosane
In this section, the behaviour of the proposed storages filled with
n-eicosane during the charging process is studied. Fig. 8 illustrates the
computational liquid fraction of the proposed optimum eccentric annuli
(that are the slowest and quickest melting charges) and the concentric
annulus (baseline case) at different instants. As shown, all annuli ini-
tially melt approximately with the same rate and the amount of molten
PCM is almost similar. Further, charging speeds up the melting of PCM
due to the dominance of natural convection. This heat transfer mecha-
nism plays a substantial role in charging all the cases until all the PCM
above the inner cylinder is melted. Then, the influence of natural con-
vection is diminished and the contribution of heat diffusion enhanced.
As the inner cylinder shifts to the lowermost and uppermost parts of the
outer cylinder, the buoyancy-driven flows and heat flow rates are af-
fected, so that these two configurations respectively correspond to the
quickest and slowest cases.
Fig. 9 illustrates the streamlines and isotherms of the proposed op-
timum annulus and the baseline case at various instants. For sake of
brevity and due to symmetrical geometries of the baseline and the slow-
est cases, both streamlines and isotherms of each instant are respec-
tively presented in the left- and right-hand sides of one image. Ow-
ing to natural convection, the convection cells stir the molten PCM,
thus preventing stratification of the PCM temperature distribution.
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Table 4
Candidate utopian points.













Objective Calculated Calculated Calculated
Required Fo to full
charge
0.09 2.31 0.64
This region in the isotherms images of Fig. 9 is shown in red above the
inner cylinder. However, the natural convection and circulations in the
rest of the TES domain are suppressed by conduction, which mainly oc-
curs in the solid region, shown in blue below the inner cylinder in all
isotherms images in Fig. 9. The transition from the natural convection
dominated region (red regions in all isotherms images in Fig. 9) to the
diffusion-governed zone (blue regions in all isotherms images in Fig. 9),
takes places across a region governed by mix of weak natural convection
and conduction region, characterised by a stratified temperature field,
that appears as a rainbow-like region in all isotherms of Fig. 9.
To show clearly these three distinct regions (convection dominant,
mix weak convection and conduction and conduction dominant), graph-
ically, the streamlines, isotherms and liquid fraction of the slowest
geometry at Fo=0.60 are shown side by side in Fig. 8. The three re-
gions of melting shown in Fig. 10 phenomenologically confirm the find-
ings of Wang et al. [42], who have shown that the charging process
comprises three stages: (i) a rapidly charging period, (ii) a slowly charg-
ing period; and (iii) an even more slowly charging period. At the first
stage of the melting process, due to strong buoyancy-driven dynamics,
a fast phase-change rate prevails. The second period is characterised
by weak convective effects, while the last one is dominated by ther-
mal diffusion. Unlike the concentric and slowest configurations, the
quickest configuration (i.e., with the inner cylinder placed at the low-
ermost part of the outer cylinder) favours the development of convec-
tion cells, thus allowing a buoyancy-driven convective heat transfer to
be sustained during the charging process. Fig. 9 confirms the findings
of Dutta et al. [44] and Dhaidan et al. [45], who observed that the con-
tributions of both the radial and tangential eccentricities contribute to
the net circulation of the molten PCM.
Fig. 11 compares the charging behaviour of the concentric annu-
lus (i.e., the baseline case) with the optimum eccentric annuli (i.e., the
geometries with the quickest and slowest melting charges). As discussed
in Appendix A, the liquid fraction of these cases (as shown in Fig. 11)
is a similar alternative for energy storage rate of the TESs which can be
used interchangeably in this study. In each curve, the straight line with
steep slope represents the convection dominant zone of that geometry in
which a higher rate of melting can be observed. In the eccentric annu-
lus with the slowest melting charge, only 20% of the melting occurs in
the convection dominant zone. In the concentric annulus, roughly 65%
of the melting takes place in this zone. Surprisingly, in the eccentric an-
nulus of quickest melting charge, almost all the PCM melts in the con-
vection dominant zone, thus significantly reducing the charging time. In
fact, the optimisation process modifies the position of the inner cylinder
to increase the region affected by natural convection.
Most studies investigating the impact of the inner-tube eccentricity
on the melting and solidification processes of a PCM in annuli (e.g.,
those presented in Refs [46,47,49].) focus on the impact of the radial
eccentricity, while the effect of the tangential eccentricity has never
been discussed in detail, to the best of authors’ knowledge. Moreover,
the influence of the eccentricity is explored through parametric analyses
in the cited work. With a simultaneous optimisation of both eccentrici-
ties, the present study provides us with the global optimum position of
the inner tube that favours quick (or slow) melting (or solidification) of
the PCM.
The results of this optimisation shows that this optimal position
is near the maximum radial eccentricity (
parametric study is conducted, whereby the position of the inner tube is
varied around its optimum. Two additional cases are simulated, namely
cases 2 and 3 as shown in Fig. 12. Placing the inner tube on the verti-
cal axis at the same radial eccentricity (case 2) results in a longer
charging phase, with a melting time 11% higher than that with the
optimum configuration, while increasing the radial eccentricity to its
maximum (case 3) leads to a further increase of the charging time.
This demonstrates that the optimum eccentricity has to be
Fig. 8. Computational liquid fraction for optimum eccentric and concentric annuluses at different instants where blue and red colours respectively indicate solid and liquid PCMs. The
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Fig. 9. Computational streamlines and isotherms for optimum eccentric and concentric annuli at various instants. The first two rows present the isotherms and streamlines of the quickest
case. The third and fourth rows respectively show the baseline (i.e., concentric) and slowest cases geometries. Streamlines and isotherms are shown on the left and right of each instant
image, respectively.
Fig. 10. Three different heat transfer mechanisms for slowest geometry at Fo=0.60; shown, from left to right, are streamlines, isotherms and liquid fraction.
determined carefully, as placing the inner tube in utopian external po-
sitions does not ensure maximum performance. This also reinforces the
confidence in the numerical methods implemented, as small variations
around the optimum identified systematically incur a performance de-
crease.
Fig. 13 compares the energy storage rate per unit mass of PCM in
the concentric and proposed optimum annuli filled with n-eicosane. In
the initial stage of charging, optimum annuli have a similar energy stor-
ing rate, which is higher than that of the concentric annulus. However,
as time passes during the charging process, the annulus with the quick-
est melting charge exhibits the highest storage rate. This is followed
by the concentric-annulus arrangement, while the slowest-melting opti-
mum demonstrates the lowest rate of energy storage.
3.4. Solidification process (discharging TES) with n-eicosane
In this section, the behaviour of the proposed storages filled with
n-eicosane during the discharging process is studied. Fig. 14 illustrates
the liquid fraction (or phase) distribution for the proposed optimum ec-
centric annuli and the concentric annulus at different instants. The so-
lidification starts uniformly around the inner cylinder and the solidifi-
cation front then propagates radially for all annuli, which causes the
molten PCM to solidify at similar rates during the initial steps. For the
concentric annulus (base case), the freezing front displacement then
remains radial until all molten PCM is solidified, while, for the opti-
mum annulus configurations, the solidification front later propagates in
the vertical direction (upward for the annulus with quickest melting
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Fig. 11. Comparison of the charging rates in the concentric and optimum eccentric annulus configurations.
Fig. 12. Comparison of the influence of optimum eccentricity parameters.
The propagation trends of the solidification front in optimum and con-
centric annuli demonstrate that this process is mainly dominated by con-
ductive heat transfer and that convection is negligible. The decline in the
solidification rate observed for the optimum configurations (i.e., with
the inner cylinder placed in the uppermost and lowermost positions) can
be explained: (i) by a reduced interface between the molten and solid
PCM in comparison with the concentric case, and (ii) by a decrease with
time of the phase-change front area.
Fig. 15 shows isotherms of the proposed optimum annuli and the
baseline case at various instants. The rainbow-like configurations in all
images of Fig. 15 reveal that the temperature distributions are nearly
stratified during the whole solidification process, which reflects dif-
fusion-dominated heat transfer mechanisms. Unlike for the charging
phase, it is thus of little interest to show the streamlines along with the
isotherms, as no gradient would be noticeable. Just as was observed
on the phase distribution patterns in Fig. 14, the temperature maps
reported in Fig. 15 show clearly that the phase-change front spreads
radially in the baseline configuration, while it propagates vertically for
most of the discharging process in the optimum annuli.
Fig. 16 compares the solidification rates of the concentric annulus
with those of the proposed optimum eccentric annuli. In the baseline
case, the entire PCM freezes at Fo=0.99, while the solidification of
the PCM in the so-called optimum configurations lasts approximately
three times as much (i.e., Fo=2.83 and Fo=2.98). It is worth noting
that the freezing rates are found to be similar for all cases during the
first instances until Fo=0.12, while the solidification rate remains al-
most constant until the end of the discharging process in the baseline
case, which is consistent with the qualitative analyses of Fig.s 14 and 15
proposed before. Likewise, similar solidification rates are observed for
the two optimum configurations (i.e., cases with slowest and quickest
charging phases), that are slower than in the baseline case and decrease
as the phase-change front propagates and gradually reduces. These re-
sults match the findings of Zhang and Faghri [43] and Yazici et al.
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Fig. 13. Comparison of the rate of stored energy in the concentric and optimum eccentric annulus configurations.
Fig. 14. Computational liquid fraction for optimum eccentric and concentric annuli at different instants where blue and red colours respectively indicate solid and liquid PCMs. The first,
second .
to the centre of the shell (increasing the radial eccentricity) acts to aug-
ment the total discharge time due to the dominant role of conduction in
the charge process. However, for the same reason, fast transmission of
the stored energy is achievable by a concentric double-pipe TES.
Fig. 17 compares the rate of released energy per unit mass of PCM in
concentric and optimum annuli filled with n-eicosane. At the beginning
of the discharge process, the concentric annulus and the annulus with
the quickest melting charge starts releasing energy with a rate higher
than the annulus with the slowest melting charge. However, in general,
the trend of released energy for all configurations are equal. As shown,
the concentric case releases the entire energy domain at Fo=0.99 while
the annuli with slowest and quickest melting charge release energy
for a longer time (Fo=2.98 and Fo=2.82, respectively). Therefore, as
demonstrated, the annulus with the quickest melting charge compared
to other configuration, not only starts releasing energy with a high rate
but also it provides thermal energy for a longer time.
3.5. Charging-discharging cycle (a combined cycle)
Fig. 18 compares a complete charging-discharging cycle in the con-
centric and optimum eccentric annuli. Lowering the inner-tube posi-
tion reduces the melting time due to the enhancement of natural con-
vection in the double-pipe TES, while it adversely affects the discharg-
ing process – as conductive heat transfer is the dominant mode of heat
transfer during the solidification of the PCM. Therefore, the proposed
annulus with the quickest melting charge does not have the quick-
est combined melting-solidification overall cycle, according to Fig. 18.
The concentric configuration with a total Fourier number of 1.66 ex-
hibits the quickest combined melting-solidification cycle. The runner-up
with a total Fourier number of 2.92 is the proposed annulus with the
quickest melting charge. Finally, the annulus with the slowest melt-
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Fig. 15. Computational isotherms for optimum eccentric and concentric annuli at various instants. The first, second and third rows respectively dedicate the geometries with quickest,
base and slowest melting.
Fig. 16. Comparison of the discharging rates in the concentric and optimum eccentric annulus configurations.
solidification cycle with a total Fourier number of 5.30. The total Fourie
number represents the total melting-solidification time, which can be
obtained by adding the total charging and total discharging times. These
results confirm the findings of Zheng et al. [50], according to whom
raising the inner-tube position increases the total time required for a
complete melting-solidification cycle.
3.6. Relative change
Before continuing with complementary studies and investigating the
behaviour of optimum proposed configurations for different PCM ma-
terials and shell-to-tube ratios, a relative change has to be defined.
Indeed, relative change quantifies the impact of eccentricity on the
melting and solidification processes, during the charging (discharging)
process. Therefore, a relative change in the charging (discharging)
time is defined as:
The relative changes in the charging and discharging time for TES
with shell-to-tube diameter ratio of 2 and filled with n-eicosane are
listed in Table 5. The relative changes in charging time for the eccen-
tric annulus with the quickest melting charge is far apart the relative
charge the eccentric annulus with the slowest melting charge. However,
the relative changes in discharging time for the optimum cases are close
to each other. This suggests that the case with the maximum melting
charge not only is the best candidate for using in the charging process
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Fig. 17. Comparison of the rate of released energy in the concentric and optimum eccentric annulus configurations.
Fig. 18. Comparison of a complete cycle of charging-discharging in the concentric and op-
timum eccentric annulus configurations.
3.7. Effect of different PCM materials on proposed optimum configurations
As a complementary study, the effect of using four different PCMs
listed in Table 3: RT31, RT35, RT44HC, and n-eicosane during the
melting process in the proposed optimum eccentric annuli and base-
line annulus were investigated. Please note that for the sake of brevity
and due to the resemblance of result behaviour s, the solidification
process has not been reported in this complementary study. Therefore,
this study requires simulation of 12 cases during the melting process
(two optimum eccentric annuli and one concentric annulus for the 4
discussed PCMs). In this study, the inner diameter (=20cm) and the
shell-to-tube diameter ratio (=2) remained constant for each individ-
ual simulation. The initial and boundary conditions of these studies
were set as the described settings in Section 2.3.4. Table 6 presents
the required full charge Fourier number and the relative change in the
charging time of all the aforementioned cases. The baseline annulus
and proposed optimum annuli cases present almost similar behaviours
Table 5
Candidate utopian points for TES with shell-to-tube diameter ratio of 2, filled with
n-eicosane as the PCM.











Required Fo to full
charge
0.09 2.31 0.64









(almost equal required full charge Fo number and relative changes in
melting charge) in the presence of RT31 and RT35. While the annuli
filled with n-eicosane and RT44HC respectively show the maximum and
minimum changes compared to the baseline case. These behaviour s can
be justified based on The Rayleigh and Prandtl numbers of these ma-
terials. As shown in Table 6, n-eicosane and RT44HC have maximum
and minimum Rayleigh number, respectively. Therefore, n-eicosane and
RT44HC have the highest and lowest natural convection heat transfer
and consequently, they require the highest and lowest charging time,
respectively. In addition, since the RT31 and RT35 have nearly equal
Rayleigh and Stefan numbers as well as same Prandtl numbers, the
quantity of heat transfer (natural convection and conduction) in the an-
nuli containing RT31 is similar to those of using RT35; therefore, they
show a comparable trend during the melting process.
The melting trends of these 12 cases are shown in Fig. 19, from
which we can see that regardless of the PCM, the annulus with
and has the quickest melting charge while the annulus with
and has the slowest melting charge.
As shown in Fig. 19, amongst all discussed configurations, the one
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exhibits the highest melting rate during the charging process, followed
by RT35 and RT31 with Rayleigh numbers of 2.83×106 and
2.75×106, respectively, which exhibit similar melting rates. Finally,
RT44HC has the slowest charging time due to its low Rayleigh number
(1.77×106). These results confirm the findings of Zheng et al. [50] that
increasing the Rayleigh number leads to an increase in both melting and
solidification times.
Fig. 20 compares the energy storing rate per unit mass of PCM for
different PCMs used in the annulus with the quickest melting charge.
The annulus filled with n-eicosane stores energy with the highest rate
and in a shorter time. This is followed by the annulus filled with
RT44HC, while the lowest energy storage rate is observed in the an-
nuli filled with RT35 and RT31. However, the longest storage time is
achieved for the annulus filled with RT44HC.
3.8. Effect of the shell-to-tube diameter ratio on the proposed optimum
configurations
As another complimentary study, the dependency of the proposed
optimisation results on the diameter ratio of the annuli is investigated
during the melting process. Again, for the sake of brevity and due to the
resemblance of result behaviour s, the solidification process has not been
reported in this complementary study. Three distinctive shell-to-tube di-
ameter ratios (1.5, 2 and 2.5) where for each diameter ratio, the melt-
ing process of the proposed optimum annuli (the ones with the quickest
melting and slowest melting charge) along the baseline in the presence
of n-eicosane were investigated. Moreover, for investigating the inde-
pendency of the optimum results, two additional control cases were con-
sidered to examine the influence of the radial eccentricity on the charg-
ing time. These additional control cases are defined by adjusting the po-
sition of the inner tube 10% above and 10% below the optimum points.
It is worth noting that, in the optimum slowest charging case, since the
inner tube is located on the uppermost part of the shell (outer tube),
only one additional case (a case with 10% below the optimum point of
annuls) is investigated. Therefore, in this study, a total of 15 different
annuli with the same inner diameter (=20cm) filled with n-eicosane
PCM are investigated, as listed in Table 7. This table reports the re-
quired time and Fourier number (dimensional and non-dimensional time
values) for a complete charge of the individual annulus.
Figs. 21 and 22 show the independency of the optimisation results
for various diameter ratios (1.5, 2, and 2.5) and radial eccentricity con-
trol cases (10% above and 10% below the optimum points) during the
melting process. As shown, the optimisation results are independent of
the diameter ratio. With all diameter ratios tested in this paper (1.5, 2,
and 2.5), the optimum annulus with and outper-
forms other configurations, while the annulus with and
shows the longest melting time among the proposed annuli (please con-
sult Figs. 18 and 19, and Table 7). The natural convection is enhanced
with increasing radial eccentricity towards the optimum point. There-
fore, the performance of the control case with radial eccentricity 10%
above the optimum point is nearly similar to that of 10% below the
optimum point. However, the differences between the performance of
the optimum annuli and the control cases are marginal in all diameter
ratios tested in this paper. Especially, the difference between the melt-
ing time of annulus with the quickest melting charge and control cases
(where the inner tube is positioned 10% above and below the position
of the inner tube of the annulus with the quickest melting charge) is
negligible, but still proposed optimum configurations show better per-
formances (see Table 7).
3.9. Utilisation of the optimum eccentricity in commercial TES applications
In previous sections, the annulus with the quickest-melting optimum
eccentricity ( , ) was identified as the configuration
that exhibits the fastest charging time (i.e., the highest heat-transfer rate
as shown in Fig. 11), while releasing thermal energy at a significantly
lower rate as compared to the baseline concentric case (2.8 times slower,
as shown in Table 5). Due to its dynamic characteristics, a double-pipe
heat exchanger with this specific eccentricity is a promising candidate
for use as a passive thermal storage system in nearly zero-emission
buildings. Yet, inner-pipe(s) eccentricity optimisation can be performed
for more complex heat-exchanger configurations, for which the findings
of this article can provide guidance.
Shell and multi-tube thermal energy stores are an alternative solu-
tion to increase the heat-transfer rate between the PCM and heat-trans-
fer fluid: increasing the number of tubes in the shell enhances the
transfer area, and hence the melting rate [61,62]. However, a higher
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Fig. 19. Effect of the different PCMs on the melting process.
Fig. 20. Comparison of the rate of stored energy for different PCM filled in the annulus
with the quickest melting charge.
the HTF. The main challenge in designing multi-tube TES is to deter-
mine the optimum arrangement of the tubes in the shell. Eisapour et al.
[61] investigated different arrangements of four tubes in the shell. They
found that arrangement shown in Fig. 23(a) – in which the tubes are as-
sembled together and in the lowermost part of the shell – exhibit higher
charging performance. These findings are aligned with those of the pre-
sented study.
The shell and double-pipe TES, shown in Fig. 23(b), is another
well-known solution for solar-based building thermal management,
inside which both cold (for cooling down or discharging the PCM) and
hot (for heating up or charging the PCM) HTF streams circulate. Such
a thermal storage system can be employed to even out the mismatch
between the energy supply and demand. In applications such as solar
domestic hot water (SDHW) systems, the TES can be charged and dis-
charged at irregular intervals, due to the mismatch between the do-
mestic hot water demand and the inherently intermittent solar irradia-
tion [63]. The shell and double-pipe TES shown in Fig. 23(b) can be
charged and discharged at either separate time intervals, or simultane-
ously. During simultaneous charging and discharging of the TES, both a
fast charge and discharge are desired. The findings of the current study
provide valuable guidance for achieving this aim with the proposed de-
sign. In the arrangement shown in Fig. 23(b), the heat-transfer rate
from the hot HTF towards the PCM is enhanced by positioning the heat-
ing pipe at the quickest-melting optimum eccentricity (as determined
in the current study, see Fig. 11), while the cooling pipe is placed at
the centre of the shell (i.e., at the concentric position, identified as the
fastest discharge configuration as shown in Fig. 16) to increase the dis-
charge rate. However, it is worth noting that this very configuration is
not optimal and would require a dedicated optimisation to determine
the absolute optimum positions of both the hot and cold tubes.
4. Conclusions
The present study has considered optimising the performance of
a TES system, in which a phase-change material (PCM) is placed in
the eccentric annulus of a horizontal double-pipe heat exchanger, by
varying the annulus radial and tangential eccentricities of this con-
figuration. N-eicosane is used here as the PCM. Response-surface op-
timisation methods were used together with CFD simulations to de-
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eccentricities), so as to maximize or minimize the TES charging time,
defined as the time required to melt the whole PCM region. Two-dimen-
sional transient thermofluid simulations of the buoyancy-driven melting
of the PCM were performed using the enthalpy-porosity method.
The optimisation study demonstrated that both radial and tangen-
tial eccentricities influence the performance of the TES system, although
the optimisation is more sensitive to the tangential than the radial ec-
centricity. Eccentric annuli with higher radial and tangential eccentric-
ities drastically reduce the charging ability of the TES, due to the sup-
pression of the natural convection in the annulus. However, the charg-
ing time of the proposed system significantly drops by placing the inner
tube at higher radial and lower tangential eccentricities. In the presence
of n-eicosane the charging time of the most effective, i.e., the quickest,
eccentric-annulus configuration (with and ), is 7.1
times faster than the baseline concentric case, while the slowest configu-
ration ( and ) melts 3.6 times more slowly than the base-
line.
During charging of the TES system, three distinct zones are ob-
served, each dominated by a specific heat-transfer mechanism: a buoy-
ancy-driven, convection-dominant zone, a mixed weak convection and
conduction zone, and a diffusion-dominated zone. The convection-dom-
inant zone plays a significant role in the melting process as the highest
heat-flow rates are achieved in this region. The quickest configuration
is, in fact, the geometrical arrangement that favours this heat-transfer
mode, with most of the PCM region available for the development of
convection cells.
During the discharge phase, the heat transfer is dominated by ther-
mal diffusion, while the convective effects can be neglected. Due to
a larger phase-change front area (i.e., the interface area between the
solid and molten PCM), the solidification process is considerably faster
(Fo=0.99 for n-eicosane) in the baseline case (i.e., the concentric an-
nulus configuration) in comparison with the two optimum cases (i.e.,
with the inner cylinder placed in the uppermost and lowermost posi-
tions), for which the solidification of the PCM lasts approximately three
times longer (e.g., for n-eicosane Fo=2.83 and Fo=2.98, respectively).
Although not ideal for electricity storage purposes, a fast-charging and
slow-discharging thermal store is well suited for use in the building
sector to help reduce the air-conditioning energy consumption. How-
ever, it is found that the quickest complete melting-solidification cycle is
achieved with a concentric inner-outer-pipes configuration (Fo=1.66),
with an overall cycle duration 1.8 times shorter than that with the quick-
est-melting optimum eccentricity (Fo=2.99) and 3.2 times shorter than
that with the slowest-melting optimum (Fo=5.30).
Complementary studies were performed to examine the dependency
of the optimisation results on the PCM type and shell-to-tube diameter
ratio. Simulations using four different PCMs (RT31, RT35, RT44HC, and
n-eicosane) were performed and have shown that the optimum eccentric
position enhances the charging and discharging processes for all inves-
tigated PCMs, while the n-eicosane-filled TES stores energy in a shorter
time compared to those filled with the other PCMs considered in this pa-
per. In addition, results obtained with three distinct diameter ratios (1.5,
2, 2.5) prove that the latter has no significant impact on the optimisa-
tion results.
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Appendix A. . Relationship between energy storage rate and liquid
fraction in PCM-based TES
The energy storage rate at a given instance is:
(A.1)
where Qstored is the amount of thermal energy stored in a TES system at
each instance and Qmax is the maximum amount of thermal energy that
can be stored in the same TES unit.
If the temperature difference between the initial state and the satura-
tion temperature (two phase temperature) is small, then the liquid frac-
tion is equal or almost equal to the energy storage rate. To prove this
fact, consider the following two cases.
Case 1: No difference between the initial temperature and saturation tem-
perature
Imagine a charging TES when initially the solid PCM is at the melt-
ing temperature ( ). Then, Qstored at any time-instance is equal to
the latent heat of fusion and consequently, the energy storage rate from
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Fig. 21. Effect of diameter ratio and radial eccentricity for the quickest melting charge on the annuli filled with n-eicosane.
Fig. 22. Effect of diameter ratio and radial eccentricity for the slowest melting charge on the annuli filled with n-eicosane.
where ml and mt are the mass of liquid PCM at that instance and the to-
tal mass of PCM, respectively. L is the latent heat of fusion and f is liquid
fraction which is defined as the ratio of the mass of liquid to the total
mass.
Therefore, the energy storage rate is equal to the liquid fraction in
this case.
Case 2: Slight difference between the initial temperature and saturation
temperature
Imagine a charging TES when initially the solid PCM is slightly sub-
cooled. In this case, the amount of stored energy in the system at any
instance is the summation of sensible and latent heat transferred to
the TES system. Therefore, Equation (A.1) can be written as:
(A.3)
where Qse is the amount of sensible heat required to reach solid PCM
from initial subcooled state to the melting point which can be calculated
from:
(A.4)
where hinitial is enthalpy at the initial temperature and cpis specific
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Fig. 23. Schematic of: (a) shell and multi-tube TES with four tubes; and (b) shell and double-pipe TES with simultaneous charging and discharging.
the case of this study). Then and the energy storage rate can
be formulated as follows:
(A.5)
By simplifying Equation A.5, then the energy storage rate is:
(A.6)
Since the specific heat (cp) is much smaller than the latent heat of
fusion (L) then is negligible (E.g. in this study this ratio is in the order
10−2, please see Table 3), Therefore the energy storage rate, η can be
approximated by the liquid fraction (η~ f).
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